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SALCOR UV DISINFECTION UNIT

TREATMENT
PLANT
EFFLUENT DISINFECTED

EFFLUENT

DISINFECTION
SUB - ASSEMBLY

NOTE: NOT ALL DIMENSIONS TO SCALE

GROUND LEVEL

ELECTRICAL JUNCTION
BOX WITH INDICATORS
AND ALARM CONTACTS

4" PIPE

31.5

7

AA
SECTION A-A

UV LAMP
QUARTZ TUBE &
TEFLON COVER

SUPPORT FRAME
AND GASKET

UV LAMP/
QUARTZ TUBE &
TEFLON COVER

SUPPORT 
FRAME &
GASKET

HANDLE
FOR 
REMOVAL


